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M Gmail Phoebe Stone <phoebe.k.stone@gmail.com>
PuroClean
Monica Chapman <mchapman@purociean.com> Mon, Jan 13, 2025 at 8:47 AM

To: Phoebe Stone <phoebe.k.stone@gmail.com>, JVT <jonathanvantassel@gmail.com>

Hi Phoebe,

I have reviewed the report, and while it's important to address the existing mold, it's even more critical to resolve the
underlying causes before remediation. If the root issues aren't addressed, the mold is likely to return.

The report highlights the need for re-caulking in several areas and suggests improving the airflow system in the
basement. | recommend avoiding the use of fans until the mold is completely removed, as this could spread spores.
Instead, an industrial dehumidifier with a humidistat, connected to your drainage system, would be ideal for controlling
moisture levels. Once the mold has been remediated, implementing a fan system could help prevent future growth.

The report also mentions a DIY borax treatment for visible mold, which might be worth trying. However, we would
recommend a more comprehensive approach, including HEPA vacuuming of all structural surfaces and contents to
improve air quality, along with placing the home under negative pressure. Professional remediation services like this
typically cost several thousand dollars.

If you'd like a formal inspection and estimate from us, we require a deposit of $185.00. This deposit will be credited
toward the cost of the remediation work if you choose to proceed with our services. If not, it will cover the time spent on
the inspection.

Please let me know how you'd like to proceed, or if you have any questions.

Best regards,

MONICA CHAPMAN
/# PurgClean

JuT— B2 L.eray Rad Willistow, VT 05495
B02-864-5551 (office)

www,puracteanvt.com
/f..... mchapmandgipuracigan.com

CALL OFFICE NOW: 1-802-864-5551

https://mail.google.com/mail/u/0/7ik=3a00833d6b& view=pt&search=all&permmsgid=msg-: 1821 141669863985133&simpl=msg-f:1821141669863985133
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© 1/10/25, 10:58 AM

Report

SERVIC

GOLD STAR

Gold Star Services

Alan Tiedeman

194 Main Street
Concord, VT, Ve 05824

Email: Goldstarservicellc@gmail.com
Phone: 8024732914
Web: www.Goldstarservicellc.co

This report is solely for the benefit of the Client. Any person or party designated by the Client to receive

information in this report shall be subject to the TERMS AND CONDITIONS contained herein. Such designation
shall be provided in writing to the inspector.

Client Information:
Johnathan Vantassel
323 Country rd
Berlin, Vt 05602
Cell: 802-249-8785

https://boihost.com/forms/report. php?reportid=250273&studentid=198258 117



1/10/25, 10:58 AM Report

Grounds

This inspection is not intended to address or include any geological conditions or site stability information. For
information concerning these conditions, a geologist or soils engineer should be consulted. Any reference to grade is
limited to only areas around the exterior of the exposed foundation or exterior walls. This inspection is visual in nature
and does not attempt to determine drainage performance of the site or the condition of any underground piping,
including municipal water and sewer service piping or septic systems. When decks and porches are built close to the
ground where no viewing or access is possible, we cannot make accurate opinions. These areas as well as others that
are too low to enter, or in some other manner not accessible, are excluded from the inspection and are not addressed
in this report. We routinely recommend that inquiry be made with the seller about knowledge of conditions.

Grading at House
Condition: Satisfactory

Comments:
Grounds are sloping away from the house so no concerns here.

https://boihost.com/forms/report.php ?reportid=250273 &studentid=198258 2117



1/10/25, 10:58 AM Report

Exterior

Our inspection of the Exterior grounds includes the surface drainage, grading, sidewalks, patios, and driveways
adjacent to the structure. The inspection of the exterior of the building includes the cladding, trim, eaves, fascias,
decks, porches, downspouts, doors, windows and flashings. Areas hidden from view by finished walls or stored items
cannot be judged and are not a part of this inspection. The grading of the soil should allow for surface and roof water
to flow away from the foundation. All items listed are inspected for their susceptibilityto water and mold infiltration
and general water damage. Where deck carpeting, stacked firewood, excessive vegetation, soil and other coverings
are installed over decking and patio surfaces, the materials or their nature of construction and condition of the
underneath these coverings cannot be determined.

Porch
Condition: Satisfactory

Comments:

Some slight deterioration on the side of the deck, nothing of real concern, | would recommend shoveling
off the snow to eliminate weight on the deck, if not water sealed possibly doing that to help eliminate
possible future damage.

Eaves & Soffits

Problems

-There are signs of microbial growth.

Comments:

There are a few things to recommend here, first would be to get the extension needed to direct water
away from the building as noted in one of the photos below, | would also recommend getting eves cleaned
out this coming spring and summer to perform better, on a another note | would also recommend getting a

roof rake for the winter to remove snow from the roof so that your gutters can perform correctly and it
would also eliminate damage done to them as well.

hitps://boihost.com/forms/report.php2reportid=250273 &studentid=198258 3/17



1/10/25, 10:58 AM

Missing extension piece to direct water
away from the building.

Report

https://boihost.com/forms/report.php?reportid=250273 &studentid=198258
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+ 1/10/25, 10:58 AM Report
Chimney

Condition: Needs Maintenance

Problems

-The flashing is damaged/deteriorated.
‘There are cracks / open penetrations.

o . ..-‘
Flashing issues lower left, could result in
future water damage.

B 1w tuiscnd B

Second chimney looks as though there
was some fire damage at some point, no
crumbling bricks, does have a cap no
concern on this side, the only concern
was the other side with the gap on
bottom.
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1/10/25,10:58 AM Report

Structure

The inspection of the structural components includes the foundation, roof covering, attic, basement, crawl space, and
garage. The inspection of the roof system includes a visual examination of the surface materials, connections,
penetrations and roof drainage systems. We examine the roof system for possible leaks, open penetrations, and mold
growth. We may offer opinions concerning repair and/or replacement if warranted. Opinions stated herein concerning
the roofing material are based on the general condition of the roof system as evidence by our visual inspection. These
do not constitute a warranty that the roof is or will remain, free of leaks. All roofing systems require annual
maintenance. Failure to perform routine maintenance will usually result in leaks and accelerated deterioration of the
roof covering and flashings. The only way to determine whether a roof is absolutely watertight is to observe it during a
prolonged rainfall. Many times, this situation is not present during the inspection and we cannot confirm this
condition. We suggest that an annual inspection of the Attic area be performed where accessible to identify if any
leaks are evident. It is not unusual to find occasional moisture and dampness in the Crawl Spaces or basements and we
advise annual inspections of this area. Significant or frequent water accumulation can promote mold growth and would
indicate the need for further evaluation by professional drainage contractor. We advise to monitor your Crawlspace
during the rainy season. The Garage is inspected as best as possible, but can be limited due to parked cars or personal
stored items. Due to this area be cluttered or areas being inaccessible, it is common for sections that cannot not be
fully inspected or items identified during our limited inspection. We suggest that a walk-through be performed once
the home is vacant. If this is a new construction inspection or vacant home this area will be inspected thoroughly.

Foundation

Comments:

Took a look around the exterior of the house looked at the foundation, | did look good there were a few
cracks but nothing that can’t be sealed during spring and summer season, this would be something | would
recommend.

Basement

https://boihost.com/forms/report.php?reportid=250273 &studentid=198258 6/17



1/10/25, 10:58 AM Report

Condition: Needs Maintenance
Floor Drain: Not present
Sump Pump: Not present

Problems

-There are signs of microbial growth.

-There are signs of water damage.

-There are signs of pooling water.

-There is a musty odor / dampness observed.
-There are signs of poor ventilation.

Comments:

Poor ventilation observed in the basement area of the home, dead mouse and rats, could travel through
the home, witch can resutt in microbial growth in wall from dead carcasses, it is observed that a pest
professional is taking care of the issue and a dehumidifier is currently running but would highly recommend
getting a better ventilation system for the basement or some sort of airflow window well or something,
also recommend removing the current microbial growth on the walls.

Staid leading into the basement are not
up to code, could be dangerous for
anyone, highly recommend getting these
fixed.

https://boihost.com/forms/report.php?reportid=250273 &studentid=198258 17
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1/10/25. 10:58 AM Report
Roof Covering

Viewed From: Ground
Comments:

A little challenge to see during the winter season, would recommend a roof rake for winter,

https://boihost.com/forms/report.php?reportid=250273 &studentid=198258
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1/10/25, 10:58 AM Report

Interior

Our inspection of the Interior includes a visual inspection of the readily accessible portions of the walls, ceilings,
floors, doors, cabinetry, countertops, steps, stairways, balconies and railings. Please note that a representative sample
of the accessible windows are inspected. These features are examined for excessive wear, water damage, and
microbial growth. In some cases, all or portions of these components may not be visible because of furnishings and
personal items. In these cases some of the items may not be inspected. The condition of walls behind wall coverings,
paneling and furnishings cannot be judged. Only the general condition of visible portions of floors is included in this
inspection. The condition of floors underlying floor coverings is not inspected. Our inspection of the bathrooms
included a visual examination of the readily accessible portions of the floors, walls, ceilings, cabinets, countertops and
plumbing fixtures. Bathrooms are inspected for water drainage, damage, deterioration to floor and walls, active
leakage, unusual wear, and microbial growth. Shower pans are visually checked for leakage, but leaks often do not
show except when the shower is in actual use. Determining whether shower pans, tub/shower surrounds are
watertight is beyond the scope of this inspection. It is very important to maintain all grout and caulking in the bath
areas. Very minor imperfections can atlow water to get into the wall or floor areas and cause damage. Proper ongoing
maintenance will be required in the future.

Kitchen

Problems

-There are signs of microbial growth.
-There are signs of water damage.
-There are water stains observed.
‘The grout / caulking is deteriorated.
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1/10/25, 10:58 AM

Extra Room

Condition: Needs Maintenance
Room Description: Kids bedroom upstairs

Comments:

Observed previous water damage on the witches window, this could be from poor caulking, | would
recommend getting caulking around those windows, also observed that the room is colder than the
rest of the rooms, the closet is poorly insulated so could use insulation and vapor barrier placement.

Closets

Condition: Needs Maintenance

Problems

-There are signs of microbial growth.
‘There are signs of water damage.
-There are water stains observed.
-The closet is poorly ventilated.

Some previous water damage observed
on lower right, improper insulation
installation and vapor barrier
placement, | would recommend getting
a better insulation and vapor barrier
installed and installed properly.
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1/10/25, 10:58 AM Report

Microbial Samples

There are various ways to test mold for toxicity. The method used to test mold normally depends on the situation, the
type of microbial growth observed, the location, and the accessibility of the sample. The inspector will get the clients
authorization before taking a sample to be sent to a lab for analysis. Mold samples are collected in the manner that is
most appropriate for each situation. All microbial growth should be considered hazardous until labratory analysis has
determined otherwise.

Microbial Sample
Authorization: Authorized
Sample Type: Air

Sample Data

Location: Vents, kitchen, basement and exterior base reading.
Volume: 75 at a .25 microns

https://boihost.com/forms/report.php?reportid=250273 &studentid=198258 12/17



1/10/25, 10:58 AM Report

Exterior Doors

Door

Comments:
Exterior doors are exceptable little to no issues here.

https://boihost.com/forms/report.php?reportid=250273 &studentid=198258 1317



1/10/25,10:58 AM

Report

Windows

Window

Condition: Needs Maintenance

Problems

-There are signs of microbial growth.
‘There are signs of water damage.
-There are signs of dry rot.

‘There is deteriorated paint.

-The grout / caulking is deteriorated.
-‘There are signs of past leakage.

Comments:
Highly recommend getting a proper caulking around the windows, possibly even a window replacement
with updated storm windows.

https://boihost.com/forms/report.php?reportid=250273 &studentid=198258
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1710725, 10:58 AM Report

Bathrooms

Bathroom

Condition: Needs Maintenance
Ventilation: Fan, Window

Problems

-There are signs of microbial growth.

-There are signs of water damage.

-The grout / caulking is deteriorating.
-There is a musty odor / dampness observed.
-There are water stains observed.

Comments:

Downstairs bathroom highly concerning, there is microbial growth observed along with previous water
damage, caulking is damaged and no caulking around shower area, fan is observed in the bathroom
although | would recommend getting it cleaned out, mold above the shower on the ceiling is a diy and be

easily removed using a borax and water treatment or a concrobium and mold armor treatment as a
temporary fix.
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<end of report>
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Laboratory Report
%
Absolute Resource associates

124 Heritage Avenue Portsmouth NH 03801 RO
Alan Tiedeman PO Number: None
Gold Star Services Job ID: 72590
194 Main St Date Received: 1/2/25

Concord, VT 05824

Project: Vantassel

Attached please find results for the analysis of the samples received on the date referenced above.

Unless otherwise noted in the attached report, the analyses performed met the requirements of Absolute
Resource Assaciates' Quality Assurance Plan. The Standard Operating Procedures are based upon
USEPA SW-846, USEPA Methods for Chemical Analysis of Water and Wastewater, Standard Methods
for the Examination of Water and Wastewater and other recognized methodologies. The results
contained in this report pertain only to the samples as indicated on the chain of custody.

Absolute Resource Associates maintains certification with the agencies listed below. The reported results
apply to the sample(s) in the condition as received at the time the laboratory took custody. This report
shall not be reproduced except in full, without written approval of the laboratory. The liability of ARA is
limited to the cost of the requested analyses, unless otherwise agreed upon in writing.

We appreciate the opportunity to provide laboratory services. If you have any questions regarding the
enclosed report, please contact the laboratory and we will be glad to assist you.

Sincerely,
Absolute Resource Associates

Sz
Charles Leahy Date of Approval: 1/8/2025

Authorized Signature Total number of pages: 5

Absolute Resource Associates Certifications

New Hampshire 1732 Massachusetts M-NH902
Maine NH902

124 Heritage Avenue | Portsmouth, NH 03801 | 603-436-2001 | absoluteresourceassociates.com
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Sample Receipt Condition Report 72 5 90

Absolute Resource Associates Job Number: —
Samples Received from: O-UPS [O-FedEx SPS O-Lab Courier  O-Client Drop-off ~ O- of/‘
Custody Seals - pres cintact: [J-Yes [-No /@/ A CoC signed: U
Receipt Temp: °¢ Samples on ice? O-Yes m\lo O-N/A Sampled < 24 hrs ago? O-Yes
. PFAS-only real icer [J-Yes [J-No 1A Any signs of freezing? O-Yes Md#No
Comments: e
Preservation Bottle Size/Type & Quantity | Check pH for ALL applicable”
/ Analysis | samples and document:
HCl 4mL(G) 250mL(P) 500mL(P) 1L{G) !
HNO, 125ml(P) 250mL(P) 500mL(P)
H>50;4 H0mL(G) | 60mL(P) 125mlL(P) 250mI(P) 500mi(P) AV AT R gy B L]
| NaOH | 125mL(P) | 250mL(P) . (3 == A = =3
(NH):50: | 60mL(P) 125mL(P) 250mL(P) / i
ZnAc-NaOH | 125mL([P) ——1256mE@ | X
Trizma 125@L(P) 250mL(®) | T O T TOC0RG
NHidc -] 125mL(P) 250mL (P) P _ : not present:
‘NaS:0y” | 40mL(G) 120mLP) | P o 625___Pest608___
ngﬁ 20mL{G) $0mL(G) T — Bacteria ResCl ¥'by analyst
Nofe (solid) | 20z(G) 402(G) | | 80z(G) Syringe PC Dry applicable? Y N
Néne (water) | 40ml (G) 60mL(P) 125mL(P) 250mL@) | | S00mL() L EG) [ 1L (P) |
Mold Cassette AT Bulk Plate ‘Iape Lift il ; e
Asbestos | Cassette Bulk i : o)
Lead | Cassette { Bulk Wipe , = TEs) eSS
| | i
Login Review Yes | No | NA | Comments s e a0 |
Proper lab sample containers/ enough volume/correct preservative? W L o o 5.
Analyses marked on COC match bottles received? X i
VOC &TOC Water-no headspace? R
VOC Solid-McOIH covers solid, no leaks, Prep Expiration OK? )/_ 1 ot D I I N T T
PFAS: ARA bottles & samples/FRB same Lot#? QC rec’d, if req'd? y Lot ID#:
Bacteria bottles provided by ARA? w bl IR T o
Samples within holding nme? A o o
Immediate tests communicated in writing:
NOs. NO3,0-PO4, pid, BOD, Coliform/E. wof (P/A or MPN), Enterococi, Color w
Surfactants, Turbidity, Odor, CeVl, Fetrous Iron, Dissolved Oxygen, Unprres 624 % WA ie e
Date, time & ID on samples match CoC? ;)g
Rushes communicated to analystin writng? ___H___1 /e Y W Ay Ca e (LR ] 477 o =i
Subcontracted samples sent to sub lab? U= \'0 Date Prep'd: Date sent:
| Pesticides EPA 608 pHS5-9? Y
Compliance samples have no dlscrepancxeﬂ/ require no flags? \f (Or must be rejected)
1.og-in Supervisor notified immediately of following items: )G Discrepancics, compliance samples (NHDES, MADEP, DoD
z | CICJ Of UNCOMMOn requess.

Inspected and Received By: _{ 2 a 2 Date/Time: _[/ Z Z‘ng ZQ’QQ
F AL

Peer Review Checklist

O Client ID/Project Manager [0 On Ice, Temperature OK? O Sample IDs 0 Analyses in Correctly

O Project Name 1 PO# (if provided) 0O Marnx -references

O TAT/rushes communicated [0 Sub samples seat? Shipping Chargy? O Date/Time collected ~wastewater methods

O Received Date/Time O Issues noted 2above communicated? O Short HTs communicated [ Notes from CoC in LIMS

Reviewed By: Date:
Notes: (continue on back as needed) Initials Date What was sent?

Uploaded/PDF__ _ Report/Data/EDD/ Invoice
Uploaded/PDF __~ _ Report/ Data/ EDD / Invoice
Uploaded / PDF _____ Report/Data/EDD/ Invoice

QSD-04 Revi0 04/06/22 CLD (Page 1 0f1)
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323 County Road Mold Timeline

July 2023
- Flooding - approximately 16 inches of water in the basement. Within 2 days we had it
emptied and drying out.
- Installed dehumidifiers to keep the basement dry - ran constantly through December 2024
September 2024
- Installed French drains around the house
December 2024
Hired mold inspector to inspect the house
- Discovered severe mold levels in the air and visible mold in the cellar. Recommended
we move out immediately until remediation, which we did on 1/6/25.
- Remediation cost $24-30K
January 2025
- Got a second and third opinion: Mid State Asbestos and EHM (Environmental Hazards
Management) both companies indicated the mold was so bad it was not worth remediation
and did not provide quotes
- A third company, PuroClean emailed recommendations, could not provide quote without a
charge
- Printed the email detailing recommendations
February 2025
- Connor Contracting came to look at the house
- If we remediated we would also need to prevent further mold growth by lifting the
house and sealing the basement -they gave a rough estimate of $125K



